
EMSL Analytical, Inc.
200 Route 130 N, Cinnaminson, NJ 08077, Tel: 800-220-3675, Fax: 856-786-0262

Client: H2H Assurance Services EMSL Reference: 611702080
123 Heron Drive Date Received: 11/24/2017
Palm Coast, FL 32137 Date Analyzed: 11/29/2017

Attn. Richard Van Dort Date Reported: 11/29/2017
Project: Flagler Sheriff's Office Job #OID 1240

Location: IT Room
Sample size: 15 L Air

Sample Name Species Identification Spores E./L Air
IT-1 Aspergillus flavus Not Detected

Aspergillus fumigatus Not Detected
Aspergillus  niger 11

Aspergillus ochraceus Not Detected
Aspergillus versicolor Not Detected

Chaetomium globosum Not Detected
Mucor and Rhizopus group Not Detected

Penicillium brevicompactum Not Detected
Rhizopus stolonifer Not Detected

Stachybotrys chartarum Not Detected
Trichoderma viride Not Detected

Sergey Balashov, Ph.D.
PCR Laboratory Director

www.EMSL.com, Email: Dnalab2@EMSL.com

Spores E. in Sample
Not detected
Not detected

170
Not detected
Not detected
Not detected
Not detected
Not detected

EMSL maintains liability limited to cost of analysis. Interpretation of the data contained in this report is the responsibility of the client.  This 
report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. The above test 

report relates only to the items tested. EMSL bears no responsibility for sample collection activities or analytical method limitations.

Rapid Detection of Molds by Quantitative PCR
EMSL Test: M100

Not detected

Not detected
Not detected
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EMSL Analytical, Inc.
200 Route 130 N, Cinnaminson, NJ 08077, Tel: 800-220-3675, Fax: 856-786-0262

Client: H2H Assurance Services EMSL Reference: 611702080
123 Heron Drive Date Received: 11/24/2017
Palm Coast, FL 32137 Date Analyzed: 11/29/2017

Attn. Richard Van Dort Date Reported: 11/29/2017
Project: Flagler Sheriff's Office Job #OID 1240

Location: 129-Room
Sample size: 15 L Air

Sample Name Species Identification Spores E./L Air
129 Aspergillus flavus Not Detected

Aspergillus fumigatus Not Detected
Aspergillus  niger Not Detected

Aspergillus ochraceus Not Detected
Aspergillus versicolor Not Detected

Chaetomium globosum 2
Mucor and Rhizopus group Not Detected

Penicillium brevicompactum Not Detected
Rhizopus stolonifer Not Detected

Stachybotrys chartarum Not Detected
Trichoderma viride Not Detected

Sergey Balashov, Ph.D.
PCR Laboratory Director

Not detected
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Rapid Detection of Molds by Quantitative PCR
EMSL Test: M100

Spores E. in Sample
Not detected
Not detected

23

Not detected
Not detected

Not detected
Not detected
Not detected

EMSL maintains liability limited to cost of analysis. Interpretation of the data contained in this report is the responsibility of the client.  This 
report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. The above test 

report relates only to the items tested. EMSL bears no responsibility for sample collection activities or analytical method limitations.
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